Western Area Power Admininstration publish date:
Sierra Nevada Region May 4, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Loads Reg & Res Projected Purchases Tg\r/\Fs’acc(t)iropﬁs PRr:stEtride *(3;;)9
. . Project First Estimated PU PU & FP AnciI!iary Bank Bank Daily Daily Capacity
Monday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward ~ Capacity — Services | Energy Return Minimum | Maximum | wiminima
Capacity Energy Demand Load Serwcgs Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp)  CVP Corp)
May 08, 2006 (MW) (Mwh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) MwW) W) W)
Hour A B C D E F G H | I J K L M
1 1,539.0 0.0 73.0 13.0 199.0 100.0 0.0 285.0 0.0 0.0 917.0 1,354.0 0.0
2 1,538.0 0.0 73.0 12.0 199.0 100.0 0.0 284.0 0.0 0.0 917.0 1,354.0 0.0
3 1,538.0 0.0 74.0 11.0 199.0 100.0 0.0 284.0 0.0 0.0 917.0 1,354.0 0.0
4 1,538.0 0.0 74.0 11.0 199.0 100.0 0.0 284.0 0.0 0.0 917.0 1,354.0 0.0
5 1,538.0 0.0 74.0 11.0 199.0 100.0 0.0 284.0 0.0 0.0 917.0 1,354.0 0.0
6 1,539.0 0.0 73.0 13.0 199.0 100.0 0.0 285.0 0.0 0.0 917.0 1,354.0 0.0
7 1,525.0 0.0 55.0 17.0 199.0 100.0 0.0 271.0 0.0 0.0 917.0 1,354.0 0.0
8 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
9 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
10 1,626.0 0.0 55.0 18.0 199.0 0.0 0.0 272.0 0.0 0.0 917.0 1,354.0 0.0
11 1,625.0 0.0 55.0 17.0 199.0 0.0 0.0 271.0 0.0 0.0 917.0 1,354.0 0.0
12 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
13 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
14 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
15 1,629.0 0.0 57.0 19.0 199.0 0.0 0.0 275.0 0.0 0.0 917.0 1,354.0 0.0
16 1,629.0 0.0 57.0 19.0 199.0 0.0 0.0 275.0 0.0 0.0 917.0 1,354.0 0.0
17 1,629.0 0.0 57.0 19.0 199.0 0.0 0.0 275.0 0.0 0.0 917.0 1,354.0 0.0
18 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
19 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
20 1,627.0 0.0 55.0 19.0 199.0 0.0 0.0 273.0 0.0 0.0 917.0 1,354.0 0.0
21 1,628.0 0.0 55.0 20.0 199.0 0.0 0.0 274.0 0.0 0.0 917.0 1,354.0 0.0
22 1,626.0 0.0 55.0 18.0 199.0 0.0 0.0 272.0 0.0 0.0 917.0 1,354.0 0.0
23 1,641.0 0.0 73.0 15.0 199.0 0.0 0.0 287.0 0.0 0.0 917.0 1,354.0 0.0
24 1,640.0 0.0 73.0 14.0 199.0 0.0 0.0 286.0 0.0 0.0 917.0 1,354.0 0.0
Daily Energy
(MWh) 0.0 1,473.0 399.0 700.0 0.0 0.0
Energy Avail. for BR (MWh): 29,000
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 4, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen ng::;d Loads Reg & Res Projected Purchases Ta;z;(::ct)iropﬁs Er:;gztrii 1(3;;(;
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Tuesday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
May 09, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MwW) (MW) )
Hour A B S D E F | G H I | J K L M

1 1,439.0 | 1,410.0 77.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

2 1,438.0 | 1,410.0 77.0 12.0 199.0 100.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

3 1,439.0 | 1,410.0 78.0 12.0 199.0 100.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

4 1,438.0 | 1,410.0 78.0 11.0 199.0 100.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

5 1,438.0 | 1,410.0 78.0 11.0 199.0 100.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

6 1,439.0 | 1,410.0 77.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

7 1,424.0 | 1,410.0 58.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

8 1,526.0 | 1,410.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

9 1,526.0 | 1,410.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

10 1,525.0 | 1,410.0 58.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

11 1,526.0 | 1,410.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

12 1,526.0 | 1,410.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

13 1,526.0 | 1,410.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

14 1,526.0 | 1,506.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

15 1,528.0 | 1,506.0 60.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

16 1,528.0 | 1,506.0 60.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

17 1,528.0 | 1,506.0 60.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

18 1,526.0 | 1,506.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

19 1,526.0 | 1,506.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

20 1,526.0 | 1,506.0 58.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

21 1,527.0 | 1,506.0 58.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

22 1,525.0 | 1,506.0 58.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

23 1,541.0 | 1,410.0 77.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0

24 1,540.0 | 1,410.0 77.0 14.0 199.0 0.0 0.0 0.0 0.0 0.0 1,120.0 1,250.0 0.0
Daily Energy

(MWh) 34,704.0 | 1,553.0 402.0 700.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 28,956
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 4, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sjiztri(i ?; ;?
Projected | Projected Project PrefFei:ztnce E;:rtwi:i]lle::e ; For\)/tJard (F;l: icﬁp 222:22’ E?wzrr]k Riizlr(n Daily Daily Capacity
Wed neSday Caéjacity Er:ergy Use Load Load Service)s/ Off-Peak Purghage Purchase | (from g\);P Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp) Capacity | Capacity energy
May 10, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) Mw) Mw) W)

Hour A B c | D E F | G | H I | J K L M
1 1,458.0 | 1,162.0 80.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
2 1,457.0 | 1,028.0 80.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
3 1,458.0 | 1,022.0 81.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
4 1,457.0 | 1,021.0 81.0 12.0 199.0 100.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
5 1,457.0 | 1,022.0 81.0 12.0 199.0 100.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
6 1,458.0 | 1,130.0 80.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
7 1,441.0 | 1,124.0 61.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
8 1,542.0 | 1,203.0 61.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
9 1,542.0 | 1,258.0 61.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
10 1,543.0 | 1,283.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
11 1,542.0 | 1,304.0 61.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
12 1,543.0 | 1,400.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
13 1,543.0 | 1,400.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
14 1,543.0 | 1,400.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
15 1,545.0 | 1,400.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
16 1,545.0 | 1,401.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
17 1,545.0 | 1,516.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
18 1,543.0 | 1,516.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
19 1,543.0 | 1,517.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
20 1,543.0 | 1,517.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
21 1,543.0 | 1,517.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
22 1,542.0 | 1,491.0 61.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
23 1,560.0 | 1,315.0 80.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0
24 1,559.0 | 1,315.0 80.0 15.0 199.0 0.0 0.0 0.0 0.0 0.0 962.0 1,265.0 0.0

Daily Energy
(MWh) 31,262.0 | 1,625.0 391.0 700.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 27,933
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 4, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sjiztri(i ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Thu rsday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
May 11, 2006 (Mw) (Mwh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F | G H | | J K L M

1 1,231.0 | 1,043.0 80.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

2 1,231.0 | 1,018.0 80.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

3 1,232.0 976.0 81.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

4 1,231.0 975.0 81.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

5 1,232.0 998.0 81.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

6 1,232.0 | 1,064.0 80.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

7 1,216.0 | 1,068.0 61.0 19.0 199.0 100.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

8 1,318.0 944.0 61.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

9 1,317.0 | 1,071.0 61.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

10 1,317.0 | 1,103.0 61.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

11 1,316.0 | 1,023.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

12 1,316.0 | 1,021.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

13 1,316.0 | 1,018.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

14 1,315.0 | 1,104.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

15 1,317.0 | 1,290.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

16 1,317.0 | 1,274.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

17 1,317.0 | 1,278.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

18 1,315.0 | 1,418.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

19 1,316.0 | 1,424.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

20 1,316.0 | 1,425.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

21 1,317.0 | 1,426.0 61.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

22 1,316.0 | 1,408.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

23 1,334.0 | 1,042.0 80.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0

24 1,333.0 975.0 80.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 985.0 1,037.0 0.0
Daily Energy

(MWh) 27,386.0 ] 1,625.0 429.0 700.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 25,600
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 4, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Tri\r/\ZaCc(t)iropr;s PRr:sJEZtri(:: ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
. Projected | Projected Preference| Ancillary Forward Capacity ~ Services Energy Return S ) -
F”day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmqm Ma)qmgm w/minimal
Demand . Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
May 12, 2006 (Mw) (Mwh) (Mw) (Mw) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F | G H | | J K L M
1 1,370.0 977.0 80.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
2 1,369.0 887.0 80.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
3 1,369.0 887.0 81.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
4 1,370.0 887.0 81.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
5 1,370.0 894.0 81.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
6 1,371.0 | 1,069.0 80.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
7 1,355.0 | 1,057.0 61.0 20.0 199.0 100.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
8 1,457.0 | 1,405.0 61.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
9 1,456.0 | 1,438.0 61.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
10 1,455.0 | 1,441.0 61.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
11 1,454.0 | 1,452.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
12 1,454.0 | 1,452.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
13 1,454.0 | 1,453.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
14 1,453.0 | 1,453.0 61.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
15 1,455.0 | 1,453.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
16 1,455.0 | 1,453.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
17 1,455.0 | 1,453.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
18 1,454.0 | 1,453.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
19 1,454.0 | 1,453.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
20 1,454.0 | 1,453.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
21 1,455.0 | 1,453.0 61.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
22 1,454.0 | 1,415.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
23 1,472.0 | 1,304.0 80.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
24 1,471.0 | 1,298.0 80.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 1,000.0 1,175.0 0.0
Daily Energy
(MWh) 30,940.0 ]| 1,625.0 435.0 700.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 28,719
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 4, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?::;d Loads Reg & Res Projected Purchases Tg\r/:s)e:(::ct)igpﬁs F;:;gztrii 1(351 ;‘;
. . Project First Estimated PU PU & EP AnciI!iary Bank Bank Daily Daily Capacity
Saturday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return Minimum | Maximum | wiminimal
Capacity Energy Demand Load Serwct_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 13, 2006 (Mw) (MWh) (MW) (MW) (MW) (Mw) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G H I | J K L M

1 1,371.0 | 1,251.0 80.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

2 1,370.0 | 1,251.0 80.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

3 1,371.0 | 1,251.0 81.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

4 1,371.0 | 1,251.0 81.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

5 1,371.0 | 1,248.0 81.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

6 1,372.0 | 1,248.0 80.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

7 1,355.0 | 1,248.0 61.0 19.0 199.0 100.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

8 1,457.0 | 1,248.0 61.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

9 1,457.0 | 1,247.0 61.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

10 1,456.0 | 1,247.0 61.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

11 1,455.0 | 1,247.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

12 1,455.0 | 1,247.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

13 1,455.0 | 1,247.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

14 1,455.0 | 1,247.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

15 1,456.0 | 1,247.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

16 1,456.0 | 1,240.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

17 1,456.0 | 1,240.0 63.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

18 1,455.0 | 1,240.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

19 1,455.0 | 1,240.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

20 1,455.0 | 1,240.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

21 1,456.0 | 1,240.0 61.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

22 1,455.0 | 1,240.0 61.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

23 1,474.0 | 1,240.0 80.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0

24 1,472.0 | 1,239.0 80.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 1,100.0 1,176.0 0.0
Daily Energy

(MWh) 29,884.0 | 1,625.0 436.0 700.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 27,634
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 4, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen ngr?:rlgid Loads Reg & Res Projected Purchases Ta;z;(::ct)iropﬁs Er:;gztrii 1(3;;(;
' . Project First Estimated PU PU & EP AnciI!iary Bank Bank Daily Daily Capacity
Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . L
Su nday Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand . Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 14, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G | H | | J K L M
1 1,313.0 | 1,235.0 67.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
2 1,312.0 891.0 67.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
3 1,313.0 891.0 68.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
4 1,313.0 891.0 68.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
5 1,313.0 891.0 68.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
6 1,314.0 891.0 67.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
7 1,316.0 | 1,304.0 67.0 19.0 199.0 100.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
8 1,418.0 | 1,412.0 67.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
9 1,418.0 | 1,296.0 67.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
10 1,417.0 | 1,323.0 67.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
11 1,416.0 | 1,323.0 67.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
12 1,417.0 | 1,323.0 67.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
13 1,416.0 | 1,323.0 67.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
14 1,416.0 | 1,323.0 67.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
15 1,418.0 | 1,322.0 69.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
16 1,417.0 | 1,320.0 69.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
17 1,417.0 | 1,464.0 69.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
18 1,415.0 | 1,464.0 67.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
19 1,415.0 | 1,464.0 67.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
20 1,416.0 | 1,464.0 67.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
21 1,416.0 | 1,464.0 67.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
22 1,416.0 | 1,419.0 67.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
23 1,415.0 | 1,404.0 67.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
24 1,414.0 | 1,296.0 67.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 1,050.0 1,131.0 0.0
Daily Energy
(MWh) 30,398.0 | 1,617.0 434.0 700.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 28,128
Ramp Rate Constraint: None

Notes:

A wWNPE

. For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 139 MW and regulation of 60 MW.
. An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.
. Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
. Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.




